CONG TY CO PHAN PAU TU HA TANG NUGC DNP-M
PHONG QUAN LY CHATLUONG 2 T—03

AN
Dia chi: Thon Can, xd Huong Son, huyén Lang Giang, tinh Bac ‘@?ang\x‘
Tel: 0961483169; Email: lab@dnpcorp.vn; Website: http://dnpbacgiang.vn VILAS 1219

ADnNp vater

PHIEU KET QUA THU NGHIEM
TEST REPORT
Sé/No: 110/QM-DNPBG

1. Tén mau/Name of sample: Nude sinh hoat
AT léy mau: Sampling location: Sau bom 2 Tram DPbdn Thuy
3. Mimiu 0721647/2427
N T e R Cong ty c6 phan san xuét kinh doanh nuéc sach sd 3 Ha Noi
e R e el e nemer s6 86 )fl)inhpC(“)ng Tréng, P. Phan Chu Trinh, Q. Hoan Kiém, HN
5. MO ta mau/Description: 01 chai nhya 1500 mL
6. Ngay nhan mau/Date of receiving: 23/07/2021
7. Ngudi ldy/gii mau/Sample taking: Khach hang ty giri mau
8. Thoi gian thir nghiém/ testing time: 23/07 - 29/07/2021
9. Két qua thir nghiém/Test result:
TT Tén chi tieu Phuong phép thir Pon vj Két qua Gigilguohophép | g0,
No Characteristic Test method Unit Test result Seuler it Conclusion
QCVNO01:2009/BYT
1 [Pomau® TCVN 6185:1996 TCU <3 15 Dat
2 | Mui, vi © Cam quan - Khéng mui, vi la Khong mui, vi la Dat
3 |Poduc® TCVN 6184-1996 NTU 0.11 2 Pat
4 [pH® TCVN 6492:1999 2 7.30 65185 Pat
5 |Po cimg SMEWW 2340C:2017 mg/L 216 300 Pat
6 |Clorua, CI'® TCVN 6194:1996 mg/L 26.59 250 Pat
7 | Sét tong s6 SMEWW 3111B:2017 mg/L <0.05 0.3 Pat
8 |Mn téngsd SMEWW 3111B:2017 mg/L KPH 0.3 Pat
9  [Nitrat (N-NO;y)""” TCVN 6180 :1996 mg/L 0.99 50 Dat
10 |Nitrit (N-NO,)™ SMEWW4500NO, B:2017 mg/L KPH 2 Pat
11 |Sunphat (SO,%) US EPA 375.4 mg/L 11.03 250 Pat
12 |Chi sé Permanganat TCVN 6186:1996 mg/L <0.50 2 Dat
13 | Clo du tw do SMEWW 4500 CL.F:2017 mg/L 0.31 0.3-0.5 Dat
14 | Ammonia (N-NH,)" | SMEWW 4500-NH; F:2017 mg/L KPH 3 Dat
15 |As tong s @ SMEWW 3113B:2017 pg/L 7.68 10 Pat
16 |Coliform @ TCVN 6187-1:2009 CFU/100 mL 0 0 Pat
17 |E. coli TCVN 6187-1:2009 CFU/100 mL 0 0 Pat

Ghichii: - "): Phép thi duoc cong nhan VILAS. A ol L
- QCVN 01:2009/BYT: Quy chudn ky thudt quoc gia vé chat lwong nudc an uong.
- KPH: Khong phat hién; gici han phat hién cua: Mn: 0.01 mg/L; NO,: 0.0015 mg/L; N-NH,": 0.01 mg/L.

XET NGHIEM VIEN PHONG QUAN LY CHAT LUQNG
i
d)ﬁa /
Pao Thi Ngoc Ha Nguyén Manh Cudng

CHU TICH HDQT

= Cac ket qua thir nghiém ghi trong phiéu nay chi c6 gid tri ddi véi mau thir nghiém/Test results are valid for the submw e \
- Khéng dugc trich ddn mot phan phiéu két qua thir nghiém néu khong c6 su dong y bang van ban ctia Phong Quan ly ﬂ/
The test report must not be reproduced without the written approval of Quality control department.
- Tén may, tén khach hang duoc ghi theo yéu cau ctia noi giri mdw Name of sample(s) and customer are written as customer s request.
= Phi€u két qua nay dugc lam thanh 02 ban: 01 ban tra cho khach hang, 01 ban Iuu tai Phong QLCL/
The test result are printed in 02 documents; 01 document is given to customer; 01 document is stored at Quality control department

DNP.QM.P.F 11/01 Lén ban hanh: 01 Soat xét/ngay: Trang: 1/1
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CONG TY CO PHAN PAU TU HA TANG NUGC DNP-B%
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Dia chi: Thon Can, xa Huong Son, huyén Lang Giang, tinh Béc f
Tel: 0961483169; Email: lab@dnpcorp.vn; Website: http://dnpbacgiang!

PHONG QUAN LY CHAT LUQNG

Tén mau/Name of sample:

PHIEU KET QUA THU NGHIEM

TEST REPORT

So/No: 109/QM-DNPBG

Nudce sinh hoat

2. Vi tri léy mau: Sampling location: Sau bom 2 Tram Ddn Thuy
3. Mimiu 0721647/2426
S L. y Cong ty c6 phan san xuét kinh doanh nudge sach sb 3 Ha Noi
fh 2 S0 SHEREARD Hang: Tvame ddions /ot s6 8¢ )f/)inhpcang Tréng, P. Phan Chu Trinh, Q. Hoan Kiém, HN
5. Mo ta mau/Description: 01 chai nhya 1500 mL
6. Ngay nhén mau/Date of receiving: 23/07/2021
7. Ngudi lay/gii mau/Sample taking: Khach hang tu giri mau
8. Thoi gian thir nghiém/ testing time: 23/07 - 23/07/2021
9. Két qua thir nghiém/Test result:
TT Tén chi tidu Phwong phap thir Pon vi Két qua Gititpnctio e | sediiupn
No Characteristic Test method Unit Test result Keputarbans Conclusion
QCVNO1:2009/BYT
1 [Pomau® TCVN 6185:1996 TCU <3 15 Dat
2 |Mui, vi Cam quan - Khéng mui, vi la Khong mui, vi la Dat
3 Do duc® TCVN 6184-1996 NTU 0.31 2 Dat
4 [pH® TCVN 6492:1999 - 7.08 6.5-8.5 Dat
5 Do cimg SMEWW 2340C:2017 mg/L 128 300 Pat
6 |Clorua, CI'® TCVN 6194:1996 mg/L 12.41 250 Pat
7 | Sét tong s6 SMEWW 3111B:2017 mg/L <0.05 0.3 Dat
8 |Mn tong s SMEWW 3111B:2017 mg/L 0.07 0.3 Dat
9 |Nitrat (N-NO5)" TCVN 6180 :1996 mg/L 0.89 50 Dat
10 |Nitrit (N-NO,)® SMEWW4500NO, B:2017 mg/L KPH 2 Dat
11 |Sunphat (SO,*) US EPA 375.4 mg/L 7.79 250 Dat
12 | Chi s6 Permanganat TCVN 6186:1996 mg/L <0.50 2 Pat
13 |Clo du tuy do ¥ SMEWW 4500 CLF:2017 mg/L 0.31 0.3-0.5 Dat
14 | Ammonia (N-NH,") | SMEWW 4500-NH; F:2017 mg/L KPH 3 Pat
15 |As tong s6 SMEWW 3113B:2017 pg/L 4.83 10 Pat
16 |Coliform TCVN 6187-1:2009 CFU/100 mL 0 0 Dat
17 |E. coli ® TCVN 6187-1:2009 CFU/100 mL 0 0 Dat
Ghichi:  -“: Phép thir dwoc cong nhdn VILAS.

- OCVN 01:2009/BYT: Quy chudn ky thudt quic gia vé chdt lwong nude dn uéng.
- KPH: Khong phat hién; gioi han phat hién cua NO;: 0.0015 mg/L; N-NH,": 0.01 mg/L.

Bac Giang,

XET NGHIEM VIEN

PHONG QUAN LY CHAT LUQNG

—

I

Dao Thi Ngoc Ha

Nguyén Manh Cudng

W

2
- Céc két qua thir nghiém ghi trong phiéu nay chi c6 gia tri d6j v6i miu thir nghiém/Test results are valid for the submitted sampgﬂu. TI CH HD QT

= Tén may, tén khach hang dugc ghi theo yéu cau cua noi giri maw/ Name of sample(s) and customer are written as customer

= Khong duogc trich dan mot phan phiéu két qua thir nghiém néu khong c6 su dong y bing vin ban ctia Phong Quan ly chat lugn
The test report must not be reproduced without the written approval of Quality control department. %‘ W %(
re 1. ¥
¢

= Phi€u két qua nay duoc lam thanh 02 ban: 01 ban tra cho khach hang, 01 béan luu tai Phong QLCL/
The test result are printed in 02 documents; 01 document is given to customer; 01 document is stored at Quality control department

DNP.QM.P.F 11/01

Lén ban hanh: 01

Sodt xét/ngay: Trang: 1/1
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CONG TY CO PHAN PAU TU HA TANG NUGC DNP-B%
PHONG QUAN LY CHAT LUQNG

ADnNP yater Ay

Pia chi: Thon Can, xa Huong Son, huyén Lang Giang, tinh Bic ’6‘;{/@\\\
Tel: 0961483169; Email: lab@dnpcorp.vn; Website: http://dnpbacgidtig.m '

. B i 5 - VILAS 1279
PHIEU KET QUA THU NGHIEM
TEST REPORT
So/No: 101/QM-DNPBG

Nudec sinh hoat
Sau bom 2 Tram Dén Thiy
0721593/2223

Cong ty ¢b phan san xuét kinh doanh nuéc sach s6 3 Ha Noi
S6 8C Pinh Cong Trang, P. Phan Chu Trinh, Q. Hoan Kiém, HN

01 chai nhya 1500 mL
14/07/2021

Khéch hang tu giri mau
14/07 - 21/07/2021

Tén mau/Name of sample:
Vi tri 1dy mau: Sampling location:
Mi miu
4, Tén/dia chi khach hang: Name/Address of customer

Mo ta mau/Description:

Ngay nhan mau/Date of receiving:

Thoi gian thir nghiém/ testing time:

5

6

7. Ngudi lay/gii mau/Sample taking:
8

9. Keét qua thir nghiém/7est result:

T Tén chi tidu Phwong phép thir Pon vi Két qua Gidibgu chaphép | pdeinge
e : Regular limit ;
No Characteristic Test method Unit Test result QCVNO1:2009/BYT Conclusion
1 [Pomau® TCVN 6185:1996 TCU =3 15 Dat
2 |Mui, vi Cam quan - Khéng mui, vi la Khong mui, vi la Dat
3 |Poduc® TCVN 6184-1996 NTU 0.12 2 Pat
4 [pH® TCVN 6492:1999 - 7.16 65-85 Dat
5 Do cimg SMEWW 2340C:2017 mg/L 128 300 Dat
6 |Clorua, CI'® TCVN 6194:1996 mg/L 11.64 250 Dat
7 | St téng s6 SMEWW 3111B:2017 mg/L <0.05 0.3 Pat
8 |Mn téng s6 SMEWW 3111B:2017 mg/L 0.08 0.3 Dat
9 |Nitrat (N-NO5)® TCVN 6180 :1996 mg/L 0.98 50 Pat
10 | Nitrit (N-NO,)® SMEWW4500NO, B:2017 mg/L KPH 2 Pat
11 |Sunphat (SO,*) US EPA 375.4 mg/L Tk 250 Dat
12 | Chi sé Permanganat®™ TCVN 6186:1996 mg/L <0.50 2 Dat
13 |Clo du ty do SMEWW 4500 CL.F:2017 mg/L 0.30 03-0.5 Dat
14 | Ammonia (N-NH,")™” | SMEWW 4500-NH; F:2017 mg/L KPH 3 Pat
15 |As téng s6 SMEWW 3113B:2017 pg/L 6.78 10 Pat
16 |Coliform TCVN 6187-1:2009 CFU/100 mL 0 0 Pat
17 |E.coli ® TCVN 6187-1:2009 CFU/100 mL 0 0 Pat
Ghi chu: A Phép thur duoc cong nhan VILAS.

- QCVN 01:2009/BYT: Quy chudn ky thudt quic gia vé chdt lwong e dn udng.
- KPH: Khong phat hién; gioi han phdt hién cua NOy: 0.0015 mg/L.

Béc Giang, ngap24ths i
PHONG QUAN LY CHAT LUQNG

XET NGHIEM VIEN

Pao Thi Ngoc Ha Nguyén Manh Cudng

CHU TICH HDQT

- Cac két qua thir nghiém ghi trong phiéu nay chi c6 gia tri ddi voi miu thir nghiém/Test results are valid for the submitted sample (s [y.

- Khodng duoc trich ddn mot phan phiéu két qua thir nghiém néu khong c6 su dong y bing van ban ciia Phong Quan ly c}ﬁfﬂo W %

The test report must not be reproduced without the written approval of Quality control department. ﬁ

Tén mau, tén khach hang dugc ghi theo yéu cau cia noi giri maw/ Name of sample(s) and customer are written as custome#’s re

= Phiéu két qua nay dugc lam thanh 02 ban: 01 ban tra cho khach hang, 01 ban luu tai Phong QLCL/
The test result are printed in 02 documents; 01 document is given to customer; 01 document is stored at Quality control department

DNP.QM.P.F 11/01 Lén ban hanh: 01 Soét xét/ngiy:

quest.

Trang: 1/1



CONG TY CO PHAN PAU TU HA TANG NUOC DNP-BA

PHONG QUAN LY CHAT LU'()'NG
A ter
ADNP wat

VILAS 1219

PHIF:U KET QUA THl’r NGHIEM

TEST REPORT
So6/No: 93/QM-DNPBG
Tén mau/Name of sample: Nudc sinh hoat
Vi tri 14y mau: Sampling location: Sau bom 2 Tram Ddn Thuy
Ma mau 0721576/2158

Cong ty ¢b phén san xuit kinh doanh nudc sach s6 3 Ha Noi

4. Tén/dia chi khach hang: Name/Address of customer $é 8C inh Céng Trang, P. Phan Chu Trinh, Q. Hodn Kidm, HN
P To i o m?lu/Description: 01 chai nhya 1500 mL
6. Ngiy nhan maw/Date of receiving: 02/07/2021
7. Ngudi ldy/gii miu/Sample taking: Khach hang tu giri mau
8. Thoai gian thu nghiém/ testing time: 02/07 - 09/07/2021
9. Két qua thir nghiém/Test result:
TT Tén chi tiéu Phuong phip thir Pon vi Két qui G";’; h@'; °hl‘,’ p,'t‘ép Két luin
No Characteristic Test method Unit Test result 0 CV}e\¢/g0"1 aZr 0;';/18 YT Conclusion
1 |Pomau® TCVN 6185:1996 TCU <3 15 Pat
2 |Mui, vi © Cam quan - Khéng mui, vi la Khong mui, vi la Dat
3 |Poduc® TCVN 6184-1996 NTU 0.38 2 Dat
4 |pH® TCVN 6492:1999 - 7.22 6585 Pat
5 |6 cimg SMEWW 2340C:2017 mg/L 128 300 Pat
6 |Clorua, CI'®” TCVN 6194:1996 mg/L 10.99 250 Pat
7 | St tong s6 SMEWW 3111B:2017 mg/L KPH 0.3 Pat
8 |Mn tongsd SMEWW 3111B:2017 mg/L 0.10 0.3 Pat
9 [Nitrat (N-NO5)™ TCVN 6180 :1996 mg/L 1.05 50 Pat
10 |Nitrit (N-NO,)™ SMEWW4500NO, B:2017 mg/L KPH 2 Pat
11 |Sunphat (SO,*) US EPA 375.4 mg/L 7.42 250 Pat
12 | Chi sé Permanganat™ TCVN 6186:1996 mg/L <0.50 2 Dat
13 | Clo du tw do @ SMEWW 4500 CLF:2017 mg/L 0.30 0.3-0.5 Dat
14 | Ammonia (N-NH,")® | SMEWW 4500-NH, F:2017 mg/L 0.03 3 Dat
15 |As tong s6 SMEWW 3113B:2017 ug/L 7.85 10 Dat
16 |Coliform © TCVN 6187-1:2009 CFU/100 mL 0 0 Pat
17 |E. coli TCVN 6187-1:2009 CFU/100 mL 0 0 Dat
Ghichii: - : Phép thir duoc cong nhdn VILAS.

- QCVN 01:2009/BYT: Quy chudn k) thudt quic gia vé chat lwong meée dn uong.
- KPH: Khéng phat hién; gici han phat hién cia NO,: 0.0015 mg/L; Fe: 0.015 mg/L

Bdc Giang, ngay 09 thang 07 nam 2021

XET NGHIEM VIEN PHONG QUAN LY CHAT LUQNG
A W~
Pio Thi Ngoc Ha Nguyén Manh Cuong

Cac két qua thir nghiém ghi trong phiéu nay chi c6 gia tri d6j voi mau thir nghiém/Test results are valid for the submitted SaylH] T}CH HDQT
Khéng duoc trich dan mot phan phiéu két qua thir nghiém néu khong c6 su dong ¥ bing van ban ciia Phong Quan ly chat Iuom

The test report must not be reproduced without the written approval of Quality control department.
Tén mAy, tén khach hang dugc ghi theo yéu cdu cua noi giri maw/ Name of sample(s) and customer are written as cust%/' q1
Phiéu két qua nay dugc lam thanh 02 ban: 01 ban tra cho khach hang, 01 ban luu tai Phong QLCL/

The test result are printed in 02 documents; 01 document is given to customer; 01 document is stored at Quality control department

DNP.QM.P.F 11/01 Lan ban hanh: 01 Soat xét/ngay: Trang: 1/1




